DC Control
Voltage In

120 VAC
Input

1N4002 %

On Control Signal
2

4 3
SSR
D2410
2 1
S Amp
Slow K1-1
A, DK
Vv130LA10 Test (Hold for 95 seconds)
K1-2 E~{o ]
® o——oj_:
S1-1 $1-1
K1-2 K1-1 TD1-1 $3-1 o—
$3-2 : ° Bypass
—.\I"_ Auto
R
Timeing : I Load AC 120 VAC
Fault | | Power — Output
K1 I TD1 I 1.8 Meg O
| |
|
| |
I_Reset l____ - ———1
I S2-1
K1 - Potter & Brumfield KUMP-11A18-120
TD1 - Potter & Brumfield CUF41-70120
* Fermilab Particle Physics Division
Site Support Group
Title
iqi . Walter F. Jaskiern . . .
oranater ™1 Purity Monitor Automation AC Relay Controls
Drawn by: Walter F. Jaskierny
Originated: 30 January 2008 Size FSCH No DWG No Rev
Last Revision: A
Issued Scale Project Sheet

PM Automation 2 of 2




